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NOTES:

Materials shall be submitted to the

City for approval prior to installation.

Use City sidewalk detail for sidewalk surfacing over water
meter chambers.

Locate water meter chamber under sidewalk, set water
meter chamber lid flush with final sidewalk grade. Water
meter chamber shall be set at a depth to include at least
one riser and a maximum depth of 4-inch riser.

Water chamber cast iron frame shall have a depression for

pre-approved 'Fastenal % inx2 % in drive anchors part
number 50608’ or as approved by the City Engineer.
Service to property shall be in a casing. The casing shall
be a minimum diameter of 2 inch PVC pipe, or 50% greater
than the service pipe whichever is larger. The casing pipe
shall be grouted flush with inside edge of chamber and
extended to within 1-ft of the property line or Utility
easement line
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